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| GENERAL NOTES:
OVIDE A HYDRAULICALLY DESIGNED WET PIPE SPRINKLER SYSTEM IN
WITH NFPA 13. i
2. CONTRACTOR TO PERFORM A HYDRANT FLOW TEST, TO OBTAIN THE CURR
~ DATA FOR THE FIRE PROTECTION INSTALLATION. COORDINATE THE FLOW °
THE FACILITY. THE RESULTS OF THIS TEST IS TO BE UTILIZED FOR THE HYDRAULIC
CALCULATIONS FOR THE SIZING OF THE SPRINKLER INSTALLATION. ST
3. SPRINKLER INSTALLATION SHALL COMPLY WITH ORDINARY GROUP 1 HAZARD
3 CLASSIFICATION REQUIREMENTS.
: - // C. Ry BUTDING 57 N 53CKS 3. COORDINATE INSTALLATION WITH ELECTRICAL AND MECHANICAL CONTRACTORS.
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/ | (2) SUPERVISED BUTTERFLY VALVE.
- (3) FLOOR CONTROL RISER MANIFOLD ASSEMBLY, CONSISTING OF FLOW SWITCH, TEST AND
= s e T S s St s R S R DRAIN FITTING AND PRESSURE GAUGE.
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- - T T S B T N B I T A (4) NEW SPRINKLER MAIN WITHIN PIPING TUNNEL. INSTALLATION TO BE IN BOTH PHASES [
g T T T T R A OF THE TUNNEL CONSTRUCTION. SPRINKLER MAIN, WITH PENDANT SPRINKLERS, TO BE
S ‘ SUILDING 21 1 b b e SUPPORTED TIGHT TO CEILING OF TUNNEL UTILIZING PIPE CLAMPS. LOCATE PIPIN
0 DUILUING 200 000 p 0 b 0 b ALLOW FOR MAXIMUM POSSIBLE CLEAR SPACE, TO ALLOW FOR PASSAGE OF PERSONNEL.
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